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摘　要: 在分析了强化着火、低负荷稳燃和炉内结渣、喷口烧

坏等问题之间的矛盾机理的基础上 ,提出了燃烧器的煤种和

负荷自适应原理。 对该型燃烧器进行了实验室和现场试验 ,

取得了良好的应用结果。
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1　引言

为适应电站锅炉低负荷调峰的需要 ,近年来 ,国

内有关高等院校及科研院所相继开发了一些新型煤

粉燃烧器 ,它们在电站锅炉的稳燃节油、扩大煤种适

应范围、减小锅炉启动次数等方面取得了程度不同

的效果 ,为燃煤电厂的节能和安全运行创造了良好

条件 ,产生了很大的经济效益和社会效益。 但是 ,运

行实践表明 ,虽然目前国内的一些新型燃烧器在低

负荷时的稳燃性能很好 ,但当燃用易结渣煤种时 ,存

在着高负荷易结渣和喷口烧坏问题。为此 ,本文在深

入剖析开发新型燃烧器中存在的稳燃与结渣这一对

矛盾的基础上 ,设计开发了既保证低负荷稳燃 ,又要

求高负荷防结渣的新型煤粉燃烧器 ,并介绍了相应

试验结果 ,这对我国电站锅炉开发、应用低负荷稳

燃、高负荷防结渣技术 ,将是十分有益的。

2　新型燃烧器稳燃与结渣矛盾机理

目前国内开发的新型燃烧器 ,其稳燃机理大致

可以分为三类:一类是常规的一次风粉比 (煤粉浓度

不高 )的情况下 ,依靠产生高温烟气回流实现煤粉气

流的着火和稳燃 ,这种方法一般称之为热回流法。第

二类是煤粉浓缩法 ,这类方法的基础是通过喷口前

的浓缩结构 ,把一次风粉气流分成浓淡两股 ,获得高

浓度的煤粉气流 ,利用高浓度煤粉具有着火温度低 ,

火焰传播速度快 ,着火距离短等优点改善和稳定着

火。第三类为将热回流和煤粉浓缩有机结合 ,从而达

到深度低负荷 ( 40% ～ 50% )不投油稳燃的目的。 我
们研制的撞击式煤粉浓缩燃烧技术 ,由撞击式左右

浓淡分流器和出口稳燃器组成 ,在容量为 65～ 670

t /h的二十多台锅炉上应用 ,所烧煤质包括贫煤、劣

质烟煤、烟煤和褐煤。均取得很好的低负荷稳燃效

果。这种稳燃方式的原理为:通过水平方向煤粉浓淡

分流及导向装置 ,在向火面的垂直方向产生煤粉浓

集层 ,同时通过水平放置的 V型稳燃器 ,产生水平

方向的煤粉浓集层 ,由于垂直煤粉浓集层受到上游

火焰的强对流加热 ,而水平煤粉浓集层与回流区高

温烟气强湍流换热 ,呈立体交叉分布的多方位煤粉

浓集层被很快加热而着火 (见图 1)。这样 ,相对集中

图 1　稳燃原理图

的 一 个 着 火

区 ,就变成互

相引燃、互相

支撑的多个着

火面 ,从而达

到很好的稳燃

效果。

在所有这

三类燃烧技术

中 ,在低负荷

状态下 ,由于回流、浓缩或两者的结合 ,喷口附近一

般维持较高的温度 ,以确保稳燃 ;当锅炉高负荷运行

时 ,随着煤粉浓度及炉温的自然提高 ,燃烧强度也相

应增大 ,使喷口出口附近温度过高 ,有时造成锅炉

“烧得过好了”的现象。图 2是某台 220 t /h切向燃
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图 4　控制流程图

图 2　喷口温度随负荷变化曲线
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口 400 mm)

温度随负荷

变化曲线。
由图可见 ,

改前该炉负

荷最多仅能降到满负荷的 80% ,且喷口前温度较

低 ,燃烧不稳。采用新型煤粉浓淡燃烧器后 ,喷口前

温度可在 50%负荷时仍保持在 900℃以上 ,以确保

稳燃。 随着负荷的提高 ,喷口前温度迅速增大 ,在满

负荷时可达 1250℃以上。 此时 ,炉内大部分燃烧的

煤粉颗粒将处于熔融状态 ,且煤粉火炬由于强烈的

热膨胀 ,与背火侧炉墙夹角将变小及炉内切圆直径

变大 ,使熔融的煤粉颗粒贴壁刷墙的趋势增强 ,严重

的可导致喷口烧坏或喷口背火侧大量结渣。这种现
象在燃用挥发份较高的易结渣煤种时尤为突出。

3　新型煤粉燃烧器的设计原理

　　一般来说 ,影响结渣的因素比较复杂 ,

除煤种外 ,炉型、炉膛配风、燃烧器形式与
布置都对结渣有着重要的影响。 但从结渣
机理上分析 ,结渣主要是炉内温度很高的

熔融颗粒贴壁刷墙造成的 ,因此防结渣应

着眼于使煤粉颗粒成为熔融状态的因素和

促使这些颗粒迁移到壁面的因素。为解决
新型煤粉燃烧器稳燃与结渣的矛盾 ,新型

燃烧器应设计成具有在低负荷状态下 ,在

燃烧器喷口建立确保稳燃的高煤粉浓度区

和回流区 ;当负荷升高时 ,应减弱高煤粉浓
度和回流的范围和作用 ,使喷口温度维持

在一个适当的水平 ,以防止喷口附近温度

升得过高而造成喷口烧坏或炉膛结渣 ,并

保持良好的空气动力场。目前 ,国内有关科

研单位已进行了大量的这方面的工作。图
3是浙江大学在原有的可调节撞击式水平

浓淡煤粉燃烧器的基础上 ,设计开发的改

进型自动可调水平浓淡煤粉燃烧器示意

图。该燃烧器在靠近燃烧器喷口背火侧的
煤粉管道的某一位置安装了可旋转撞击

块 ,一次风煤粉气流流过撞击块时 ,由于惯

性作用进行浓淡分离 ,浓煤粉气流进入向

火侧 ,淡煤粉气流进入背火侧 ,并通过隔板

将浓淡分离气流输送到喷口。调整撞击块
角度α可有效地调整浓淡分离效果。在喷

　　　　　图 3　具有煤种和负荷自适应
性的煤粉燃烧器原理图

口出口稳燃器中送入一股二次风或冷风 ,用以破坏

回流区。在燃烧器喷口的水平两侧加装有热电偶 ,以

便有效地监视喷口温度 ,并将温度信息输入单片机 ,

单片机对输入信号进行判断 ,根据判断结果控制执

行机构动作 ,调节中心风风门开度和撞击块角度α。
若测量温度高于设定值 ,首先打开中心风的阀门 ,破

坏回流区 ,以降低喷口温度 ,如果打开中心风后 ,喷
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口出口温度仍高 ,再减小撞击块角度α,减弱浓淡分

离效果。若测量温度低于设定值 ,则执行反向操作。
其控制流程如图 4所示。

图 5　浓淡分离效果随撞击块角度
的变化关系

4　试验

结果分析
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台 ,我们进行了如下试验: A. 浓淡分离效果随来流

风速和浓度的变化规律 ; B. 浓淡分离效果随挡板角

度的变化规律。 C. 中心风对回流区的破坏作用。

4. 1　浓淡分离效果随来流风速和浓度的变化规律

表 1是浓淡分离效果随来流风速、煤粉浓度的

变化规律。 试验结果表明: A. 撞击块分离器具有很

高的分离效率 ; B. 分离装置的分离效果随速度的增

大而变好 ,速度增大 ,颗粒的惯性力增大 ,有利于颗粒

的分离。 C. 分离装置的分离效果随浓度的增大而略

有下降 ,颗粒的初始浓度对分离效果有一定的影响。

表中下标 L代表来流 , N代表浓侧 , D代表淡侧。
表 1　撞击块分离器浓淡分离试验结果

V L (m /s)CL ( kg /kg)V N (m /s)CN (k g /kg)V D( m /s )CD( kg /kg ) CN /CD

1 15. 5 0. 2515 15. 9 0. 428 15. 3 0. 075 5. 7∶ 1

2 20 0. 216 21. 2 0. 374 19. 1 0. 058 6. 5∶ 1

3 24 0. 2675 25. 1 0. 471 23. 3 0. 064 7. 4∶ 1

4 20 0. 308 21. 2 0. 505 19. 1 0. 111 5. 0∶ 1

4. 2　浓淡分离效果随撞击块角度T变化的规律

浓淡分离效果随撞击角度T变化的规律如图 5

所示 ,图中纵坐标为 VNCn /VDCD。由图可见 ,随着撞

击块角度的增加 ,浓淡分离效果显著增加 ,即通过调

节撞击块角度可有效调节浓淡分离效果 ;但是 ,另一

方面 ,随着撞击块角度的增加 ,浓淡两侧的流场不均

匀性增大 ,流动阻力损失增加 ,因此 ,其撞击块角度

的调节应控制在一定范围内。

4. 3　中心风对燃烧器出口温度影响

为考察中心风对燃烧器出口温度的影响 ,对某

台改造后的 220 t /h的锅炉进行了实际测量。 在保

持负压、运行总风压、下排给粉机转速基本不变的情

况下 ,有意识地开大 11号和 12号角的冷风门开度 ,

每隔半小时记录一次喷口壁面温度 ,试验结果见图

6。从图中可以看到 ,压力冷风对壁面具有非常强的

冷却效果 ,开不大的压力冷风可使喷口温度显著下

降 ,压力冷风具有很强的保护喷口不被烧坏的作用。

计算表明 ,喷口温度控制在 700℃以下时 ,中心风量

相当于燃料所需总风量的 0. 34% 。

图 6　 11号、 12号喷口壁温测量

结果

另外 ,实

验室冷态模

拟试验也证

明 ,中心风对

于稳燃器外

的流场具有

极大的影响 ,

利用中心风

来控制回流

区大小 ,是一

种既简单又

方便的方法。

5　实际应用

本燃烧技术将热回流和煤粉浓淡有机结合 ,具

有很好的低负荷稳燃效果。同时由于采用在稳燃器

中加中心风破坏回流区 ,浓淡分流撞击块分流效果

是可以调节的等技术措施 ,可以避免在高负荷时炉

内结渣和喷口烧坏问题。 较好地解决稳燃与结渣之

间的矛盾。目前 ,本燃烧器已在 8台 200 MW锅炉

上使用 ,均取得很好的使用效果。
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煤粉直接点火燃烧器技术及其进展= Directly Ignited Pulverized-Coal Burner Technology and Its Develop-

ment〔刊 ,中〕 /Li W enjiao, Yao Qiang , Zhou Junhu, et al ( Zhejiang Univ ersi ty ) / / Journal of Engineering

fo r Thermal Energ y& Pow er. - 1999, 14( 5) . - 327～ 329

In improving the pulv erized-coal bur ners o f uti li ty boilers the main focus o f at tention should be acco rded to

di rect ly ignited pulv erized-coal burners. Based on an integ ration o f di rect igni tion techniques w ith combus-

tion stabili za tion techno logy the autho rs have designed a direct ly ignited pulv erized-coal burner. Such

burners can be rationally classi fied into tw o types: di rectly igni ted pulv erized-coal burners wi thout using

any fuel oil and directly ignited pulv erized-coal ones using only a small quantity of fuel oi l. Presented in

this paper are the current status of development o f these tw o kinds of burners and their respectiv e draw-

backs. It is recommended tha t main ef forts should now be directed to th e improvement of di rect ly igni ted

pulv erized-coal burners using no fuel oil. The paper can of fer some guidelines during the study of di rectly

ignited pulv erized-coa l burners fo r uti li ty boi lers. Key words: pulv erized coal, boiler, di rect ly ignited pul-

verized-coal burner

核态池沸腾中气泡生长和脱离的动力学特征——气泡的脱离直径与脱离频率= Dynamic Characteristics of

Bubble Growth and Departure in Nucleate Boil ing- Bubble Departure Diameter and Frequency〔刊 ,中〕 /

Yang Chunxin, Wu Yuting , Yuan Xiugan ( Bei jing Univ ersity o f Ast ronautics and Aeronautics ) , Ma

Chongfang ( Bei jing Univ ersity of Indust rial Techno log y) / / Journal of Engineering fo r Therma l Energ y &

Pow er. - 1999, 14( 5) . - 330～ 333

On the basis of currently avai lable study results this paper introduces a cha racteristic leng th scale and time

scale to describe the dynamic g row th and depar ture process of bubbles in nucleate boiling . A general co rre-

lation betw een bubble depar ture diameter and bubble g row th time is thereby obtained. Through the use of

heat t ransfer analo gous method a general fo rmula has been w orked out to calculate the bubble depar ture di-

ameter. The study results of the present paper are in full ag reement w ith experimental ones prov ided by

o ther resea rchers. Key words: nuclea te boi ling , bubble, departure diameter, departure f requency

具有煤种和负荷自适应性的新型燃烧器的研究= The Study of aNew Type of Burner with Self- Adaptation

to Coal Sort and Load Changes〔刊 ,中〕 /Chi Zuohe, et al ( Zhejiang Univ ersi ty ) / / Journal o f Engineering

fo r Thermal Energ y& Pow er. - 1999, 14( 5) . - 334～ 336

Analy zed are the contradictory mechanisms existing among such factors a s intensi fied ignition, stable com-

bustion during low-lo ad opera tion, boi ler furnace slagging and no zzle burnout, etc. On this basis a self-

adaptation principle of burners wi th respect to coal so rt and boiler lo ads is proposed and some satisfactory

application resul ts have been obtained through lab and on-si te tests of such boilers. Keywords: pulv erized-

coal burner, stable combustion at low loads, boiler furnace slag ging , contro l

用饱和核态池沸腾换热机理模型预测加热壁面活化核心密度= Prediction of the Active Nucleation Density

of Heated Wall Surf aces through the Use of a Model Incorporating the Mechanism of Saturated Nucleate

Pool Boil ing Heat Transfer〔刊 ,中〕 /W u Yuting , Yang Chunxin, Yuan Xiugan, et al ( Bei jing Univ ersi ty

o f Astronautics and Aeronautics) / / Jour nal o f Engineering for Thermal Energy & Pow er. - 1999, 14( 5) .

- 337～ 339

Activ e nucleation density represents a ma jo r pa rameter in the nucleate boi ling process. How ever, there

lacks a unified method for it s description. To avoid the dif ficulty involv ed in the direct measurement o f the

activ e nuclea tion densi ty , the autho rs have proposed a prediction method wi th the help of a model featuring

the mechanism o f nuclea te boi ling heat transfer. The measured activ e nucleate size dist ribution curv es of

six types o f surfaces are in good ag reement wi th experimental resul ts giv en by predecesso rs activ e in this

a rea o f resea rch. This fully demonst ra tes the reliabili ty of the above-ci ted model. Key words: nucleate

boiling , activ e nucleus, size dist ribution densi ty, heat t ransfer model

单相螺旋管圈动态特性研究= A Study of the Dynamic Characteristics of Single-Phase Spiral Tube Coils
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